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INITIAL CAPACITY: 3 DATA CONNECTION
MAXIMUM CAPACITY: 4 CONNECTIONS

MAXIMUM CAPACITY: 1 VOICE CONNECTION
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QTY DESCRIPTION /f \\\ QTY DESCRIPTION
CLG 3 CATAGORY 6A RJ-45 KEYSTONES O 1 CATAGORY 6A RJ-45 KEYSTONE
1 4-PORT COVER PLATE 1 1 PORT COVER PLATE WITH PINS FOR WALL PHONE -
3 1 BLANK SHALL BE INSTALLED IN UNUSED PORT
37
CQ:J @ 3 UL LISTED PLENUM RATED CATEGORY 6A, 24AWG, 4PR CABLE, PULLED TO EACH W U 1 UL LISTED CATEGORY 6A, 24AWG, 4PR CABLE, PULLED TO EACH
Q ; OUTLET FROM TELECOM ROOM FOR DATA TERMINATION. OUTLET FROM TELECOM ROOM FOR VOICE TERMINATION.
D ®
E‘\—-‘j ALL JACKS SHALL BE TERMINATED WITH EIA/TIA 568-B COLOR CODE ALL JACKS SHALL BE 568B PIN CONFIGURATION.
<] 3 BACK BOX/CONDUIT REQUIREMENT - O BACK BOX/CONDUIT REQUIREMENT -
" " L1 & %
TERMINATION
ALL WALL PHONES REQUIRE 12" SQUARE CLEARENCE FOR MOUNTING.
DATA OUTLET CONFIGURATION DETAIL 02| WALL PHONE DETAIL 01
COORDINATION DETAIL
1" MINIMUM CONDUIT SLEEVE — 18" MAX. 0.C. —j=——
1" MINIMUM CONDUIT SLEEVE WITH BUSHING TERMINATION., 0.
WITH BUSHING TERMINATION. ADD OR UP.SIZE CONDUIT AS
A R U S O T RACTOR FLOOR SLAB ABOVE NEEDED. BY DIV. 26 CONTRACTOR
creLe —] — casLE — CAPACITY: 1 CATV CONNECTION
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N . ABLE \ jKJ\Q o o Qry DESCRIPTION
77 J y OO N 3 [Bj N 1 RG-6 COAX F-TYPE CONNECTOR
j (S1I;EC§£$/E (EJ — 1 2-PORT COVER PLATE
1" SYSTEMS CONDUIT 1" SYSTEMS CONDUIT
" STUBBED ABOVE ABOVE ACCESSIBLE CEILING ASNOTED) ||~ STUBBED ABOVE o
ACCESSIBLE CEILING/ ACCESSIBLE CEILING/ ] ~ 8
| BUSHING TERMINATION \—6" MIN. CLEARANCE J | BUSHING TERMINATION i O 1 UL LISTED RG-6 COAX CABLE PULLED TO EACH CATV OUTLET FROM _
| ) JHOOK ASSEMBLY | o oy TELECOM ROOM FOR CATV TERMINATION.
- e Y,
O ¢y
SYSTEMS OUTLET SYSTEMS OUTLET O <—% 1 BACK BOX/CONDUIT REQUIREMENT -
BACKBOX BY BACKBOX BY Loy
DIV. 26 DIV. 26 < H % 1-4"x4"x2-1/8" BACK BOX WITH SINGLE GANG PLASTER RING
0 < 1-1" CONDUIT STUB-UP TO ACCESSIBLE CEILING WITH BUSHING TERMINATION
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FLOOR SLAB <
'd.‘.‘d'-:b'.s'. N .4-4.,4-4 4 s 1) .‘n-‘. PR q- >
a-. .4 .. .., : 4 - . 5. 4. . FINISHED FLOOR
GENERAL NOTES: S
1. ALL CONDUITS AND BACKBOXES TO BE INSTALLED BY GENERAL NOTE.
DIVISION 26 CONTRACTOR. CABLING AND 1. VOICE/DATA OUTLETS TO BE MOUNTED ADJACENT TO POWER
COORDINATION OF LOCATIONS BY DIVISION 28. OUTLETS WHERE APPLICABLE. COORDINATE ALL MOUNTING
HEIGHTS WITH ARCHITECTURAL WALL ELEVATIONS, ELECTRICAL
DRAWINGS, AND EQUIPMENT VENDOR DRAWINGS.
SYSTEMS CONDUIT TERMINATION AT MOUNTED
|| J-HOOK DETAIL 05| POWER/DATA OUTLET COORDINATION DETAIL |04| CATV OUTLET CONFIGURATION DETAIL 03
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